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ADDRESS DESCRIPTION TERMINATION & NO. ADDRESS
1A17 PUMP CONTROLLER, NOT IN AUTOMATIC TB1 1 MID 16 NO. 1-82 3—205-01
1A18 COMMON ENGINE TROUBLE TB1 2 MID 16 NO. 1-82 3—205-02
1A19 FIRE PUMP RUNNING, TROUBLE B1 3 MID 16 NO. 1-82 3—205-03
1A20 POWER FAILURE, PUMP CONTROLLER TB1 4 MID 16 NO. 1-82 3—205-04
1A21 CIRCULATING PUMP TROUBLE TB1 5 MID 16 NO. 1-82 3—205-05
1A22 TANK WATER LEVEL, LOW TB1 6 MID 16 NO. 1-82 3—205-06
1A23 TANK WATER LEVEL, HIGH B1 7 MID 16 NO. 1-82 3—205-07
1A24 SMOKE DETECTOR AT "FACP” TB1 8 MID 16 NO. 1-82 3—205-08
SPARE TB2 1 MID 16 NO. 1-82
1A28 BUILDING SPRINKLERS, WF B2 2 MID 16 NO. 1-82 3—205-09
1A29 SUPERVISION, WATER TANK EMPTY B2 3 MID 16 NO. 1-82 3—205-10
1A30 DIESEL FUEL LEVEL, LOW B2 4 MID 16 NO. 1-82 3—205-11
1A31 VALVES (5) PUMP SUCTION B2 5 MID 16 NO. 1-82 3—205-12
1A32 SYSTEM 3 COMMON TROUBLE TB2 6 MID 16 NO. 1-82 3—205-13
SPARE B2 7 MID 16 NO. 1-82 3—205-14
SPARE B2 8 MID 16 NO. 1-82 3—205-15
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